


OHA - Drinking Water Program - Surface Water Quality Data Form WIP -: A
;’:r'::‘ Netarts Water District ID#: 41 00556  Month/Year  Jan-21  Giardia log | 0.5
TATRIOTTT CT; E—
Date Time Retj;(:tsc(:lco;alst COnTc?Tc)T el 4 i Tatmp PH Required CT | o1 pete 3 D’;enfé:doglg/v
[ppm or mg/L] | [minutes] CXT [°C] formula | Yes/No [GPM]
1 8:30 1.13 140 158.2 10.7 7.74 242 Yes 162
2 8:30 1.22 140 170.8 10.8 7.78 247 Yes 158
3 8:30 1.33 140 186.2 10.7 7.75 24.9 Yes 152
4 8:30 1.28 140 179.2 10.8 7.66 23.8 Yes 135
5 8:30 1.27 140 177.8 11.6 7.76 23.4 Yes 136
6 8:30 1.21 140 169.4 11.6 7.73 23.0 Yes 136
7 8:30 1.16 140 162.4 11.6 7.72 22.8 Yes 151
8 8:30 1.09 140 152.6 11.5 7.72 22.7 Yes 173
9 8:30 1.02 140 142.8 115 7.70 224 Yes 185
10 8:30 1.06 140 148.4 11.3 7.71 22.9 Yes 147
1 8:30 1.4 140 155.4 11.5 7.69 225 Yes 159
12 8:30 1415 140 161.0 11.5 7.70 22.7 Yes 160
13 8:30 1.08 140 151.2 1.7 7.70 222 Yes 158
14 8:30 1.09 140 152.6 1.6 7.69 22.3 Yes 182
15 8:30 1.05 140 147.0 11.6 7.71 22.4 Yes 218
16 8:30 1.08 140 151.2 11.6 7.72 22.5 Yes 226
17 8:30 1.04 140 145.6 11.6 7.71 22.4 Yes 144
18 8:30 1.12 140 156.8 117 7.68 22.2 Yes 139
19 8:30 1.05 140 147.0 11.5 7.72 22.6 Yes 137
20 8:30 1.1 140 155.4 14.:5 7.69 22.5 Yes 138
21 8:30 1.11 140 155.4 11.6 7.71 225 Yes 160
22 8:30 1.12 140 156.8 11.5 7.72 22.8 Yes 190
23 8:30 1.10 140 154.0 11.3 7.70 229 Yes 184
24 8:30 0.95 140 133.0 11.6 7.71 221 Yes 133
25 8:30 0.93 140 130.2 11.6 7.69 21.9 Yes 136
26 8:30 0.94 140 131.6 11.5 7.71 22.3 Yes 146
27 8:30 0.84 140 117.6 11.6 7.71 21.9 Yes 152
28 8:30 0.89 140 124.6 11.6 7.68 21.8 Yes 159
29 8:30 1.04 140 1456 11.7 7.71 22.2 Yes 216
30 8:30 1.02 140 142.8 11.7 7.68 21.9 Yes 222
31 8:30 1.09 140 152.6 11.8 7.69 22.0 Yes 272

3 If Cl, at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.
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